ATTACHMENT

BOILER INSPECTION REPORTS
AF1222

FORT GORDON VISIT NO. 2
NOVEMBER 12, 2003

December 15, 2003



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION
INSPECTION REPORT Internal and External Oea [Ova
Internal/External with Hydrostatle Test {same day} Oee [ve
_ External Under Operation MBec [ve
HSBCT CONTRACT NUMBER External Under Hydrostatic Test Oeo [Ovp
Expansion/Recelver Tank or Internal with UT O BE ___I:I VE
2, INSTALLATION 2A.CITY 3.STATE | 4.ZIF CODE 5, PLANT OR BLDG,
Fort Gorden Augusta GA 30905 3]0
6. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8. DELIVERY ORDER NO, 3. CONTRACT NO.
12 /yzyu e 22 Qaf Yoo
10. OBJECT 11, PLANT
[A Fire Tube D Cast Iron [:[ Water Tube D Expanslon Tank [:l Pressure Vessel El Manned [} Unmanned
11A. PRESSURE PREVIOUS INSPECTION | 11B. PRESSURE THIS INSPECTION | 12A YEAR BUILT 12B, YEAR INSTALLED
Ico 1) 1997 /1947
13A_ PRIMARY FUEL (Boiler) 138, SECONDARY FUEL {Boiler) 14. DESIGN WORKING PRESSURE OR TEMPERATURE
o
NpF Ceas Z o1/ /150
15. MANUFACTURER 16. MANUFACTUZR'S RATING METU/LBS./HR | 17. NATIONAL BOARD NUMBER 18. USAF NUMBER
Cf/@au&\’_B\’\mks 13800 1605 /hin §683 /
19. USE

|:| Powsar E Steam Heating |:| Process |:| Storage |:| HTHW Heatlng [:I Heat Exchange I:l Other {Specify)
20. METHCD OF FIRING {Boifers)

21. SAFETY/RELIEF VALVES SETTING 22. EXPLAIN IF PRESSURE CHANGED 23, PRESSURE GAGE TESTED
Automatic Burner |50 S ves X No
24, PURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST
New D Retest |:| Repalr Data: PSl: - |:| Yes E No Date: P3l:

STATEMENT OF BASE CIVIL ENGINEER

?w‘{-\h& Wml’wwg_a_

27, REPAIRS MADE SINCE LAST INSPECTION
None D Other {Specify)

INTERNAL INSPECTION

28, DESCRIBE INSPECTION FULLY (5State location of any damage or deposits, fe., scafe, grease. oil, elc.; any comosion, pilting, greoving,
evidence of overheating, broken or foose fflems, elc.}

cracking or lamination; any

/7Y < R 'r‘a‘//'f- ey

EXTERNAL INSPECTION
29. CONDITION OF BOILERS, VESSELS AND PLANT (Describe fully and state focation of any corrosion, feakages, evidence of overhiealing, soot or other destruclive

accumulabions, or safely or ASME/NB violations, elc.)
/}{? AJVQV'?&E ed?"‘:/!/aﬂﬂ/ s

30. SETTINGS, LININGS. SUPPORTS AND BAFFLES

A‘{lﬂﬂ-eav* 54-.//5 //P—?'é”ﬂ'y

INSPECTION OF SAFETY DEVICE

'f
s2.sze FJ o[ fz

31, SAFETY/RELIEF 33. TOTAL CAPACITY 34. CONDITION AND HOW TESTED
VALVES Number: 4 CFM: BTUMHR: LeHR: [ 750y /W.-Mba%/a, . 54-#15%4—&2(
35, PRESSURE 38, CORRECTION TAKEN (if none give reason 7 4
GAGES Ha'n'-e - i.u‘-l ::ch.: ’i—o@&-
a7. OTHER 38, CONDITIDN
APPLIANCES geaxs_ Sibis Lacfon.
39 :ﬁgULATORS 40. CONDITION
CONTROLS /4—9 pLcesis Sa"-sa 004.://57@?

41. ASME CODES

Does plant camply? with code, welding, materials, configuration, etc? @ Yes |:| No (Explain)
AF1222 REV 2/02




INSPECTOR STATEMENT

42, WAS BOILER OR VESSEL PREPARED FUR THOROUGH EXAMINATION {if NO, siate what was not and why in Remarks and Recommendations of Inspector.)

X ves [no

43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (If NO, stale whal was nol and why In Remarks and Recommendations of inspector.}

DYes m No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44, LIST ALL DEFICIENCIES TO BE CORRECTED CR REPAIRED {Use a continuation sheel if necessary.)

D 1 CRewnstiond

Ao Rocom vnemalyons

45. TYPE OR PRINT NAME OF INSPECTOR
John A. Dognazzi

4 SQ?:ATURE INSPECTOR
A' e AN A

458. DATE OF SIGNATURE
12 Nov 2003

45C. INSPECTOR'S NATIONAL BOARD NO.
8107

. PRINT NAME AND JTLE OF REPRESENTATIVE ACCOMPANYING INSPECTOR

deck Havel Forersan

48A, SIGNATURE

46B. DATE OF Sl TEI;(
oy

——

4GC. REPRESENTATIVE'S TELEPHONE NUMBER

706~7 Q-2 PY P

ACTION TAKEN ON RECOMMENDATIONS

47, DATE AND ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF QFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE

50. DATE OF S1GNATURE

AF1222 REV 2/02

NB 3693



BOILER OR PRESSURE VESSEL

1. TYPE OF INSPECTION

INSPECTION REPORT Internal and Extarnal OBa [Ova
Internal/External with Hydrostatic Test (same day) OB [OveB
External Under Operatlon ec [jvc

HSBCT CONTRACT NUMBER External Under Hydrostatlc Test COec QOwvo

Expanslon/Recelvar Tank or Intarnal with UT Oee [VE

2, INSTALLATION 2A_CITY 3. 5TATE 4. ZIP CODE 5.PLANT OR BLDG.

Fort Gordon Augusta GA 30905 3/ 0

6. DATE OF INSPECTION 7. DATE QF LAST INSPECTION 6. DELIVERY ORDER NO. 9. CONTRACT NO.

I2 Nov Zoo3s 22 &c/ goe

10. OBJECT 11. PLANT

Fire Tuba |:| Castlron D Watear Tube El Expanslon Tank |:| Pressure Vassel E_Manned D Unmanned

11A_ PRESSURE PREVIOUS INSFECTION

118. PRESSURE THIS INSPECTION

12A_ YEAR BUILT

12B. YEAR INSTALLED

15 /§o 1997 1795
13A. PRIMARY FUEL {Boifer) 13B. SECONDARY FUEL {Boifer) 14, DESIGN WORKING PRESSURE OR TEMPERATURE
yat Gas Ny J7&
15. MANUFACTURER 16. MANUFACTURER'S RATING MBTU /LBS, f HR 17, NATICNAL BOARD NUMBER

_@/éam ﬁmméj

13§00 I

s/hn oo Sefh Hj

§ée5

18. USAF NUMBER

* 2

19. USE

] Power m Steam Heating { | Pracess |:| Storage |:| HTHW Heating [_] Heat Exchange |:| Other (Specify)

20, METHOD OF FIRING (Boders)

21, SAFETY/RELIEF VALVES SETTING 22, EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED
Automatlc Burner 150 — ves D No
24, PURFOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 26. HYOROSTATIC TEST
New [ ]Retest [ ] Repalr Date: PSk: ] ves Noe Date: pSI:

STATEMENT OF BASE CIVIL ENGINEER

27, REPAIRS MADE SINCE LAST INSPECTION

E None

[ other (Specify)

T Revtme Weantemomew

INTERNAL INSPECTION

28, DESCRIBE INSPECTION FULLY (State location of any damage or deposits, Le., scale,

avidence of overheating, broken or loase items, elc)

1 @?/umy =ty

greasa, ofl, elc.; any corrasion, pifting, grooving, cracking or famination; any

EXTERMNAL INSPECTION

29. CONDITION OF BOILERS, VESSELS AND PLANT
accumulations, or safety or ASME/NS violalions, elc.}

{Descnibe fully and state location of any corrosion, leakages, evidance of averheating, seof or other destruciive

o Bdverse Cond /4:»;/5

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

5.4/45 oé,)’o/%‘é.x/

INSPECTION OF SAFETY DEVICE

31. SAFETYRELIEF | 32.512E 27 = /:/Z 33. TOTAL CAPACITY 34, CONDITION AND HOW TESTED
VALVES Number: z CFM: BTUMHR: wemr: /50 | Manvels cenet
35. PRESSURE 36. CORRECTION TAKEN (i none give reasan) ' 4
GAGES /ngf - Seistoetoe
APPLIANCES AV ILerv S Z= Lie oy
39, REGULATORS | 40. CONDITION ‘
AND
CONTROLS /
41. ASME CODES
Does plant comply with code, welding, materials. configuration, etc? & Yes |:| No {Expiain)
AF1222 REV 2/02




INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (if NO, state what was not and why in Remarks and Recommendations of inspectlor}

Yes El No

43, WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION {If NO, stale what was not anid why in Remarks and Recommendatlens of Inspector.}

|___|Ye5 m No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a contiuvation shes! if necessary.)

(D Xa Sevorce
Ftc;?e_z—mw&d-@laﬂﬁ

45. TYPE OR PRINT NAME OF INSPECTOR
Jehn A. Dognazzi

43a_ SIGNATURE/GF INSPECTOR 45B. DATE OF SIGNATURE 45C, INSPECTOR'S NATIONAL BOARD NO.
12 Mov Jo03> 8107

T FRINT NAME ANDITITLE OI-UREPRESENTATNE ACCOMPANYING INSPECTOR
dacr Hawes 5 Fo 1o MaA)

46A. SIGNATURE

46B, DATE OF SIGNATURE 48C. REPRESENTATIVE'S TELEPHONE NUMBER
7/44/ %% J)=)J-0 3 Jot - 7 G- FTPY £

ACTION TAKEN ON RECOMMENDATIONS

47. DATE AND ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49, SIGNATURE OF OFFICER IN CHARGE 50, DATE OF SIGNATURE

AF1222 REV 2/02

NB 665



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION
INSPECTION REPORT Internal and External Kea Ova
Internal/External with Hydrostatic Test (same day) COese (QOve
External Under Qparatlon Oec [QOvc
HSBCT CONTRACT NUMBER External Under Hydrostatic Test Oeso QOvo
Expanslon/Recelver Tank or Internal with UT OBe [Ove
2, INSTALLATION 2A CITY 3_STATE 4. ZIP CODE 5.PLANT OR BLDG.
Fort Gordon Augusta GA 30905 2] O
6. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8, DELIVERY QRDER NO. 2. CONTRACT NO.
12 Nov 2003 | 22 @cf 2003
10. OBJECT 11. PLANT
Q Flre Tube E] Castiron [ | Water Tube D Expansion Tank El Pressure Vessel ﬂ Manned |:| Unmanned
11A. PRESSURE PREVIOUS INSPECTION 11B. PRESSURE THIS INSPECTION 12A_ YEAR BUILT 128, YEAR INSTALLED
IS o 162 1997 /797
13A. PRMARY FUEL (Boiier) 13B. SECONDARY FUEL (Boiler} 14, DESIGN WORKING PRESSURE OR TEMPERATURE
»
Nﬂ-?‘ Qzﬂ?‘ 2 o/
15, MANUFACTURER

Cleayen Bycoks

17. NATICNAL BOARD NUMBER

18, USAF NUMBER

hir

13800 lbs

16. MANUFACTUR?'S RATING MBTU /LBS, fHR

ZovosgFbhs| 8Sbbd

%3

19. USE

[] Power [K] Steam Heating [ Process [ ] Storage [ | HTHW Heating [ ] Heat Exchange [ ] Other (Specity)

20, METHOD OF FIRING ﬁil.oﬂers) 21. SAFETY/RELIEF VALVES SETTING 22. EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED
Automatic Burner re 15 _— [ Yes No
24. PURPOSE OF HYOROSTATIC TEST 25, LAST HYDROSTATIC TEST 26, HYDROSTATIC TEST

New |:| Retest D Repair Date: PSI: Yes E No Date: P5I:

STATEMENT OF BASE CIVIL ENGINEER
27, REPAIRS MADE SINCE LAST INSPECTIQ

A None [ other (Specify) zz/ ;4,;/4:: VL m/)‘é‘/}b"ﬁcﬁ'

INTERNAL INSPECTION
y damage or deposits, i e., scale, grease, oif elc.; any conosion, pitling, grooving, cracking or famination; any

. g rbent c?{:'/a://;r éw/ofz:y L o
) _/':‘:"’ DR Zpbs, /ZﬁszJ/j/ e A-
b mir 4 o

28. DESCRIBE INSPECTION FULLY (Siate focalion of an
evidence of gverheating, broken or Jaase items, efc,)

EXTERNAL INSPECTION

29, CONDITION QF BOILERS, VESSELS AND PLANT [Descnbe fully and stale locatlon of any comosion, leakages, evidence of overhieating, soot or other destructive
accumufations, or safely or ASME/NS violalions, etc.)
No ALvezSe. Condfomry »

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

%ﬁ/f 5 /fzja/éﬂz Y

INSPECTION OF SAFETY DEVICE

1 i)
M. sareTvRELIEF | 3282 27 & Tz 33, TOTAL CAPACITY uwyou AND HOW TESTED
VALVES Number  9_ CFM: BTUHR: LBHR: / /Yoy | ot feshdl
35 PRESSURE a6, CORRECTION TAKEN (f none give reason} ’
GAGES rlewer ~ $otoshpetops
37. OTHER 38. CONDITION
APLANCES | Gy fafly forny
33, iﬁgumrons 40. CONDITION
CONTROLS g 3/440/@

41. ASME CODES
Does plant comply with code, welding, materials. configuration, ele? IZ] Yes D No {Explain)

AF1222 REV 2/02



INSPECTOR STATEMENT

42, WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (If NO, state what was nol and why In Remarks and Recommendations of Inspecior,)

Xl Yes [no

43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION {if NO, state what was nof and why in Remarks and Recommendations of Inspector.)

@Yes D No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44. LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Usa & continuation sheel if necessary.}
(T yvestgate Cavse ob Carbon depouly, A dusk borrev whsle on ol Ta obobaui
‘Vmpew ﬁé&me poczz\e'.en/ and G &b Aotsn @//faiﬂ @-m épj/%‘@/

45. TYPE OR PRINT NAME OF INSPECTOR
John A. Dognazzi

IGNATURE

INSPECTOR 45B. DATE OF SIGNATURE 45C. INSPECTOR'S NATIONAL BOARD NO.
1. Nov 2o 8107

,?J
LE OF REPRESENTATIVE ACCOMPANYING INSPECTOR

Jock Mavps FB L LNI AN

48. PRINT NAME AND

48A. SIGMATURE - 458. DATE OF SIGNATURE 45C. REPRESENTATIVE'S TELEPHONE NUMBER
/f/ Wers 22— Y)-0 3 Z06~ G 9/- 22 P

ACTION TAKEN ON REGOMMENDATIONS

47. DATE AND ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF QFFICER [N CHARGE

49. SIGNATURE OF OFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1222 REV 2/02

NB B¢oa



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External Osa [Ova
Intermal/External with Hydrostatle Test (same day) Ose QOve
External Under Operation Rec Ove

HSBCT CONTRACT NUMBER Extarnal Undar Hydrostatic Test Osp Ovp

Expanslon/Receliver Tank or Internal with UT OBE [VE

2, INSTALLATION 2A CITY 3, STATE 4. 21f CODE 3. PLANT OR BLDG.

Fort Gordon Augusta GA 30905 2 5-? /7)

6. DATE OF INSPECTION 7. DATE OF LAST INSFECTION 8. DELIVERY ORDER NO. 8, CONTRACT NO.

12 pMov 2eos 22 Gk 200

10. OBJECT 11. PLANT

D Flre Tube |____| Cast Iron Water Tubae D Expansion Tank I:I Pressure Vassal M Manned D Unmanned

11A. PRESSURE PREVIOUS INSPEGTION 11B. PRESSURE THIS INSPECTICN 12A. YEAR BUILT 12B. YEAR INSTALLED

250 125 1965 /965
13A_PRIMARY FUEL (Boiler 138. SECONDARY FUEL (Boiler) 14, DESIGN WORKING PRESSURE OR TEMPERATURE
Mat GAs  ¥2 250
15. MANUFACTURER 16. MANUFACTURER'S RATING MBTU/LBES, / HR 17. NATICNAL EQARD NUMBER 18, USAF NUMBER
Evie CJT, 33550 {byhn 17545

19. USE

] power 'E Steam Heating [_] Process D Storage [ ] HTHW Heating [ | Heat Exchange [_] Other {Specify)

20, METHOD OF FIRING (Boilers) 21, SAFETY/RELIEF VALVES SETTING 22 EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED

AutonEallc Burner 260 f2st ves [X] No

24, PURPOSE QF HYCROSTATIC TEST 25, LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST

I New [JRetest [ Repalr Date: PSI: [dyes B no Date: PSI:

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION

None [] Other {Specify) —ZG-U"'“\{.- \WM

INTERNAL INSPECTION
y damage or deposils, i.e., scale, grease, ol elz.; any comrosion, pitting, grooving, cracking or famination; any

s Oﬂﬁrwf?m
odew o ko wplacal pibhiv 3 manths

28, DESCRIBE INSPECTION FULLY (Siate location of an
evidenca of gverheating, broken or loose items, els,)

EXTERNAL INSPECTION
29, CONDITION OF BOILERS, VESSELS AND PLANT (Describe fully and stale location of any corrosion, leakages, evidence of ovarheating, 500! or other destniclive

accumulations, or safefy or ASME/NB violations, etc.) Bl saf (_‘ velve s leﬂjq-nc‘ ‘!-L\uaucs,cx shgj\ﬂs - 7‘/0 L@t‘)"\f’c/!b’a"
Action Kegds Vo b baken due to balen T, be. veplowced? coTthiin 5 merith s

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

4’# NG Sa,}ltsﬂa\cjdmj

INSPECTION OF SAFETY DEVICE

31, SAFETY/RELIEF | 32 SIZE 2.4 33, TOTAL CAPACITY 34. CON }nou AND HOW TESTED
VALVES Number: 2 CFM: BTUMR: wemr: &/5738 i) 4
35, PRESSURE 18, CORRECTION TAKEN (if none give reason} '

S5 | pgers hinfason,

7. OTHER a8, cONDITION
APPLIANCES Sehindoskom
29, REGULATORS | 40.CO IEION Y )
AND
CONTROLS fopRcsrey S-mt—"“—"
41. ASME CODES v N

Does plant comply' with code, welding, materials, configuration, elc? Yes |:| Mo (Explain)
AF1222 REV 2102




INSPECTOR STATEMENT

42, WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (if NO, stale what was not gnd why In Remarks and Recommendations of Inspactor.)

Aves [IMo

43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (i NO, sfale what was nol and why In Remarks and Recommendations of Inspecior.)

DYes No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44. LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a continuation sheel if necessary.}

@_—:30'[}'“ N O[J.R,w:lﬂlan

P’O Sevievs Comd2o X ons m&-@o_w -\p{_fiULv-.e. Co‘f\'%\'lo&J grioy Eo
Goler being veplaced-

45. TYPE OR PRINT NAME OF INSPECTOR
.John A. Dognazzi

NATURE INSPECTOR 45B. DATE OF SIGNATURE 45C. INSPECTOR'S NATIONAL BOARD NO.
] 12 Ao, poo3 | 8107

PRINT NAME AND 'ﬂTLE OFREPRESENTATIVE ACCOMPANYING INSPECTOR

J-ﬁc// //ﬁ\./Pf Fofe a3,

48A SIGNATURE 488. DATE OF SIGHATURE 46C. REPRESENTATIVE'S TELEPHONE NUMBER
7%@4’— Y-)-p % To LT G) -2 P

ACTION TAKEN ON RECOMMENDATIONS

4?. DATE AND ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49. SIGNATURE OF OFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1222 REV 2/02

NR 17545



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION
INSPECTION REPORT Internal and External E BA [va
Internal/External with Hydrostatic Test {same day) Oee Ove
External Undar Operation Oec QOvc
HSBCT CONTRACT NUMBER External Under Hydrostatic Test Osp Ovo
Expansion/Recelver Tank or Internal with UT OBe [OVE
2 INSTALLATION 24 CITY 3. STATE 4. ZIP CODE 5. PLANT OR BLDG.
Fort Gordon Augusta GA 30805 a5910
6. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8. DELIVERY ORDER ND. 9. CONTRACT NO.
17z Hﬁ\) Lord 22 Co¥ zow 3
14, OBJECT 11, PLANT
|:| Flre Tubs [ ] Castlron m Water Tube |:| Expanston Tank |___| Pressure Vessel m Manned |:| Unmanned
11A. PRESSURE PREVIQUS INSPECTION | 11B. PRESSURE THIS INSPECTION 12A. YEAR BUILT 12B. YEARINSTALLED
250 1 I e 1965 /965
13A° PRIMARY FUEL {Boiler) 13B. SECO;IDARY FUEL {Boifer) 14. DESIGN WORKING PRESSURE OR TEMPERATURE
vt Gas 2 ol 150
15. MANUFACTURER 16. MANUFACTURER'S RATING METU /LBS. / HR 17. NATIONAL BOARD NUMBER 18, USAF NUMBER
E e OJL. 33850 thsfa 17174 s
19, USE j

|:| Powsar Steam Heatlng |:| Process |:] Storage [:I HTHW Heatlng |___| Heat Exchange D Other (Specify)

20. METHQD OF FIRING (Boilers} 21, SAFETY/RELIEF VALVES SETTING 22, EXPLAIN IF PRESSURE CHANGED 23. PRESSURE GAGE TESTED
Automatic Burner 250 /25 o — [lYes K no

24, PURPOSE OF HYDROSTATIC TEST 25, LAST HYDROSYATIC TEST 26. HYDROSTATIC TEST

ClnNew [JRetest [ Repalr Date: PSI: [Tves XINo Date: PSI;

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION
1w @
(g None [ Other (Specify) TPockme Wonwdemane

INTERNAL INSPECTION
28. DESCRIBE INSPECTION FULLY {State location of any damage or deposits, Le., scale, grease, off, efc.; any comosion, pitting,

. grooying, craciing or famination, any
evidence of overheating, broken or leose ltems, elc.) _-E li&~ s 'b_-; Lw., ) 0 Q . v . E.r ) S
ninip velbracrory needs: repounoin ﬂcwmac,-e_é arece., 3150 Qcamt sedlomemt o _brdle s
Loond headers, Mo complets access 1nte steam drom

EXTERNAL INSPECTION
{Describe fully and stale ocation of any cerosion, leakages, avidence of overheating, soat or other desiniclive

/‘/ﬂ Serio0 05 Ca'naaf/'fﬂﬂj

2%, CONDITION OF BOILERS, VESSELS AND PLANT
accumidations, or safely or ASME/NB violations, eic.)

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

/){ﬂ Szﬂ/avj @ﬂo‘!'/?aﬂ/j

INSPECTION OF SAFETY DEVICE

31. SAFETY/RELIEF | 32. SIZE a4 33, TOTAL CAPACITY 34, CONDITION AND HOW TESTED
VALVES Numbar: o CFEM: BTUMHR: LBHR: 75,4 00 '3’4&?. i1 Jo—

35 PRESSURE 36, CORRECTION TAKEN (if nane give reason)
Hone ~ Soom. & Lo voplecsd

37. OTHER 38, CONDITIO
APPLIANCES 5 é‘é % !E . Z,

39. REGULATORS | 40, CONDITION/ |
o L

CONTROLS p.acur &/—W“}

41. ASME CODES

Does plant complf with code, welding, materials, configuration, etc? E Yes |:| No (Expiain)
AF1222 REV 2/02




INSPECTOR STATEMENT

42, WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION {if NO, stale what was not and why in Remarks and Recommendations of inspector.)

m‘(es [:| No

43. WAS BOILER OR VESSEL ENTERED FOR THE INSPECGTION (7 NO, state what was not and why In Remarks and Recommendations of Inspector.)

E]Yes Ll No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use & continvation sheet if necessary.)
O -V.Q__pw SN /PWJE‘”& ~Aan AR .

45. TYPE QR PRINT NAME OF INSPECTOR
J?hn A. Dognazzi

434 SIGNATURE/OF/NSPECTOR 45B. DATE OF SIGNATURE 45C. INSPECTOR'S NATIQONAL 80ARD NQ.
Ar = /2 /}{7 v 2oo3 8107

1 ya
4’. PRINT NAME ANDUTLE OX0RFPRESENTATIVE ACCOMPANYING INSPECTOR

Jec K Haves . Fr re 4090

48A. SIGNATURE s /7 4EB. DATE OF SIGNATURE 46C. REPRESENTATTVE'S TELEPHONE NUMBER

. T /)07 J05-7 T/-FT Y+

ACTION TAKEN ON RECOMMENDATIONS

47, DATE AND ACTION TAKEN OR 7O BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49. SIGNATURE QF QFFICER IN CHARGE 50. DATE QF SIGNATURE

AF1222 REV 2/02

NB 17171



BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External Oea [QOva
InternalfExternal with Hydrostatic Test {same day) Oese [QOve
External Under Qperation Hec QOvc

HSBCT CONTRACT NUMBER Extarnal Under Hydrostatic Test Oeo Ovp

Expansion/Recelver Tank or Internal with UT OBE [JVE

2, INSTALLATION 25 CITY 3. STATE 4. ZIP CODE 5. PLANT OR BLDG,

Fort Gordon Augusta GA 30905 332Cwo

8. DATE OF INSPECTION 7. DATE OF LAST INSPECTION | & DELWERY ORDER NO. 9. CONTRACT NO,

1 2 ey 2302 2-3 [or] i} oL = =

10. OBJECT 11. PLANT

Fire Tube [ ] Castiron [ ] Water Tube [ Expansion Tank [ Pressure Vessel [IManned [ Unmanned

11A PRESSURE PREVIOUS INSPECTION | 118, PRESSURE THIS INSPECTION 12A_YEAR BUILT 12B. YEAR INSTALLED

30 L5 \ TS5
13A. PRIMARY FLUEL {Boifar) 3B, SECONDARY FUEL {Boifer) 14. DESIGN WORKING PRESSURE OR TEMPERATURE
& -
Mpt Gas 2z o 3o Pw
15. MANUFACTURER 16. MANUFACTURER'S RATING METU /LBS. / HR 17. NATIONAL BOARD NUMBER 16. USAF NUMBER
C,vm.mt 1,0y oocag“i'u Sen 2ie7 =4

19. USE ’ 7

|:| Power [] Steam Heating |___| Process D Storage E HTHW Heating |____| Heat Exchange [ ] Other {Spocify)

20. METHOD GF FIRING (Boifers) 21, SAFETY/RELIEF VALVES SETTING 22. EXPLAIN IF PRESSURE CHANGED 23, PRESSURE GAGE TESTED

Automatic Burner 30 —_— [Jyes [Xno

24, PURPOSE OF HYDROSTATIC TEST 2%, LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST

|___| New D Retest D Repalr Date: PSI: — I:I Yes E No Date: P3l:

STATEMENT OF BASE CIVIL ENGINEER
—lzou+\\q£ ma\“"wm‘-ﬁ

27. REPAIRS MADE SINCE LAST INSPECTION
B4 None [T Other (specity

INTERNAL [NSPECTION

28. DESCRIBE INSPECTION FULLY (State focation of any damage er deposits, Le., scale, greass, ofl, elc.; any comosion, pitling, grooving, cracking or lamination; any
evidence of overheating, broken or loose items, elc.)

‘E@//ﬁlz N @W //a.-y

EXTERNAL INSPECTION
28. CONDITION OF BOILERS, VESSELS AND PLANT {Describe fully and state focation of eny torrosion, leakages, evidence of overhaalin . soo! or other destrugtive
accumuiations, or safety or ASMENS violations, elc) ég: L2 4 ‘s
fe/aac{ ® Awco Fo z Zoﬁ//apf 7 =

o Bl dochong s Rapang B veliewe shiocin e RJG Lead ) (@r;/f,wecg
ﬁ;‘;f Prestiurne/ T@mm«r‘afm\?a 050 4

30, SETTINGS, LININGS, SUPPORTS AND BAFFLES
Appeor—sitsfrctonrw

INSPECTION OF SAFETY DEVICE

31. SAFETY/RELIEF | 32. SIZE Vel 33. TOTAL CAPAGITY 34. CONDITION AND HOW TESTED
VALVES . . 1,578008 . . Yy L :
Number:  / CFM; BTUHR: /2275 7% gR: Dopoaty .
: 7
35, PRESSURE 368. CORRECTION TAKEN (if none giva reason)
GAGES Vew Grrgs =+ Thevmovrelsy - S,aués/,;d/%ey
7. OTHER 38, CQNDITION v
APPLIANCES ReAT ™
9. ::guuroas 4mbmw j 3
CONTROLS : f-@-_@f Sﬂm; ”"";—"j

41. ASME CODES

Does plant complf with code, welding, materials, configuration, etc? E Yos |:| No {Explain)
AF1222 REV 2/02




INSPECTOR STATEMENT
42, WAS BOILER OR VESSEL PREPARED FOR THCROUGH EXAMINATION (if NO, stala what was nol and why In Remarks and Recommendations of Inspector,)}

Myes [dNo

43, WAS BOILER CR VESSEL ENTERED FOR THE INSPECTICON (if NO, stale what was not and why In Remarks and Recommendations of Inspector.}

O yes El No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR
44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED {l/se a continualion shesl if necassary.)

ORLG @Pw\lc’bhoﬂ |

G Blhesl, tweo o o peiidin, abevethe Ep L Llolor Ao prolart borler
hm-/\ (ﬂcmccgp.a, Mﬁf: MA‘EZ d/vﬂ//;baéwn/

B> makill oo Marpport-lbs ehive wwaphtof deochonge preping prom e f o f b

45. TYPE OR PRINT NAME OF INSPECTOR
John A. Dognazzi

413&NATUR F INSPECTOR. 45B. DATE OF SIGNATURE 45C. INSPECTOR'S NATIONAL BOARD NO.
A&em LA Iz Nov Aoos 8107

44 PRINT NAME AN TITLE O REPRESENTATIVE ACCOMPANYING INSPECTOR

TrcK Ny es , Foroalsn

48A 51GNATURE / 468, DATE OF SIGNATURE 46C. REPRESENTATIVE'S TELEPHONE NUMBER

7/444 K e /-11-05 706-79) 289 &

ACTION TAKEN ON RECOMMENDATIONS

47, DATE AND ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

49, SIGNATURE OF OFFICER IN CHARGE 50. DATE OF SIGNATURE

AF1222 REV 2/02
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BOILER OR PRESSURE VESSEL 1. TYPE OF INSPECTION

INSPECTION REPORT Internal and External Osa [Ova
internal/External with Hydrostatic Test (same day) e [vB
External Under Operation Kisc [QOvec

HSBCT CONTRACT NUMBER External Under Hydrostatic Test Oeo QOwvo

Expansion/Receiver Tank or Internal with UT OB [JVE

2. INSTALLATION 2A.CITY : 3. STATE 4.ZIP CODE §. PLANT OR BLDG.

Fort Gordon Augusta GA 30905 3100

6. DATE OF INSPECTION 7. DATE OF LAST INSPECTION 8. DELIVERY ORDER NO. 9. CONTRACT NO.

’;. ,‘Jo\,’ 20’03 22 oct 20563

10, OBJECT 11, PLANT

D Fire Tube |:| Cast Iron [Z Water Tube D Expansion Tank D Pressure Vessel D Manned E Unmanned

11A. PRESSURE PREVIOUS INSPECTION 11B. PRESSURE THIS INSPECTION 12A. YEAR BUILT 12B. YEAR INSTALLED

5o IS0 1993 (993
13A. PRIMARY FUEL (Boiler) 13B. SECONDARY FUEL (Boiler) 14. DESIGN WORKING PRESSURE OR TEMPERATURE
Nat (has 22 24 1So
15. MANUFACTURER 16. MANUFACTURER'S RATING MBTU /LBS. / HR 17. NATIONAL BOARD NUMBER 18. USAF NUMBER
Egowotsce HS y95 sl 5195 poe BTN )37 /
18. USE

E:I Power I:] Steam Heating |:] Process D Storage E HTHW Heating E] Heat Exchange D Other (Specify}

20. METHOD OF FIRING (Boilers)

21. SAFETY/RELIEF VALVES SETTING

22 EXPLAIN iF PRESSURE CHANGED

23. PRESSURE GAGE TESTED

Automatic Burner /52 Oyes X no
24. PURPOSE OF HYDROSTATIC TEST 25. LAST HYDROSTATIC TEST 26. HYDROSTATIC TEST
New D Retest D Repair Date: PSI: D Yes E No Date: PSl:

STATEMENT OF BASE CIVIL ENGINEER

27. REPAIRS MADE SINCE LAST INSPECTION

[ None [ other (Specify) VCooting Mantenence

INTERNAL INSPECTION

28. DESCRIBE INSPECTION FULLY (State location of an

y damage or deposits, i.e., scale, grease, oil, efc.; any corrasion, pitting, grooving, cracking or lamination; any
evidence of overheating, broken or loose items, etc.)

/n e rations

EXTERNAL INSPECTION

29. CONDITION OF BOILERS, VESSELS AND PLANT
accumulations, or safety or ASME/N8 violations, elc.)

G’\'\aﬁg_p\r

{Describe fuily and state location of any corrosion, leakages, evidence of overheating, soot or other destructive

pi‘wlavs recemmendledions ot beu); (:’mn/:[dwd% . Fmt‘»

30. SETTINGS, LININGS, SUPPORTS AND BAFFLES

/%/’faf'j Seloshsctorn v

INSPECTION OF SAFETY DEVICE

F
31. SAFETY/RELIEF | 32.51ZE /X 1 7%/ 33 TOTALCAPACITY 570y g 34. CONDITION AND HOW TESTED
4 [}
VALVES Number: / CFM: BTU/HR: LB/HR: NetFested = Now dalve
35. PRESSURE 36. CORRECTION TAKEN (If none give reason) CLSrvd
GAGES Aew éagw& - %/a@»m
37. OTHER 38. CONDITION
APPLIANCES
39. REGULATORS
AND
CONTROLS
41. ASME CODES
Does plant comply with code, welding, materials, configuration, etc? [X] Yes D No (Explain)
AF1222 REV 2/02




INSPECTOR STATEMENT

42. WAS BOILER OR VESSEL PREPARED FOR THOROUGH EXAMINATION (i NQ, stale what was not and why in Remarks and Recommendations of Inspector.)

Yas D No

43, WAS BOILER OR VESSEL ENTERED FOR THE INSPECTION (if NQ, state whal was no! and why in Remarks and Recommendations of Inspector.}

[ Yes No

REMARKS AND RECOMMENDATIONS OF THE INSPECTOR

44, LIST ALL DEFICIENCIES TO BE CORRECTED OR REPAIRED (Use a continuation shee! if necessary,)

@ 'ﬁa[er‘ e @Mod

@ )'\!r.: Ocjad- )('fc;’?‘?a/ 'Hff&"m m&mfcllép’na

45. TYPE OR PRINT NAME OF INSPECTOR

John A. Dognazzi
PECTOR

ASA[SlEATUR QF
Vs el

458, DATE OF SIGNATURE

12 lb/au doo S

45C. INSPECTOR'S NATIONAL BOARD NQ,
8107

45{;5R|NT NAME AND TITLE OF REPRESENTATIVE ACCOMPANYING INSPECTOR

Jack /V/F/\/P Ferens Anr

—

46A_ SIGNATURE

2 (7

46B. DATE OF SIGNATURE

J)-1)-0F

48C. REPRESENTATIVE'S TELEPHRONE NUMBER

/06~ 79 ) =28 4

ACTION TAKEN ON RECOMMENDATIONS

47. DATE AND ACTION TAKEN OR TO BE TAKEN

48. TYPE OR PRINT NAME, TITLE AND GRADE OF OFFICER IN CHARGE

48. SIGNATURE OF OFFICER IN CHARGE

50. DATE OF SIGNATURE

AF1222 REV 202

NBR137



